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Ind €4.05 TABLE 1

Ventilation Requirements®

T Basia of Capaclt
) Minimum Datermination of CFM/net -
Usas or Occupancy Inaide Vantilation No. of Personsd Parcent sq. fL. applicable

Temp. Classifica Net 8g. ft. of Fioor Occupancy Code Sectlon
(Dey. P.) tionZ Per Persen Openingad [ Area {Ind No.)
Pactories, office and mercantile buildings

Barber and beauty salona 67 (-} 2n 3 - 64.54

{where hair spray is used) 67 {ay 20 - - &4.18
Canning factories ’ ’ 60 (b) 75 3 64,54, 64.68
conference rooms &7 {by’ 7 3 64,54
Court Toomg 67 ib) & 3 64.54
F_actarles and machine shops 60 (8:%] 75 3 - 64,54
First ald rooms 67 (b} [ i - 64.54
Flammable liquids storage MR (qQ) - - -_— £4.18
Foundries and boller shops L1 [§:3] 75 3 - 64,13, 64,54
Funeral homes:

Chapel €7 (b} 6 3 - 64.54

Embalming raom - 67 (a) b - 2 64.54
OEfice &7 () 75 3, - 64.54
Places of worship, entertainment and

recreation which accommodate laess ~

than 100 persong 1 {b) L4 3 - 64,54
Printing establishments (1] {n) - 3 - 64.18, &64.54
Retall establishments (basement) 65 (h) 40 3 —-— 64.54

[other fleors) &5 {m &0 3 - 64.54

Shopping malls corridor areas HMR (g) Aggregate capa- - - 64.54

{except mercantile areas) city of stores
served by mall

Security vaults {occupied) 65 (a) 300 - -— 64.54
Warehouses WMR e — -— 64.18, 64.54

Theaters and places of assembly {which
accommodate more than 100 persons)

Arenas and field houses (use seated area) 6D (a) 6 - - 64.55
Armory drill floors 55 (b} . 30 3 - 64.55
Agsembly halls {(other than church) 67 {a) 6 - 64.55
Bowliing alleys 67 {a} 15 e - Based on cccupied areas
cafeterias, dining areas, rastaurants,
hilliard rooms 67 {a} 15 - -- 64.55
Churches and places of worship:
Chapels 67 {b} 6 k] - £4.55 {3}
Pining and social rooms 67 [47}] : 15 3 e 64.55 (3)
Wave or auditorium 67 {b) 6 3 —-— 64.55 (3)
Sunday school rooms 67 {b) 20 3 - 64.55 (3)
Club rooms {seated) &7 {a} 6 -— — 64.55
(unseated) 67 fa} 15 - - 64.55
Dance halls 67 (a) 15 - 64.55
Ice skating rinks (lndoor) HME (a) 15 _ _— 64.55
Ice rescrfacing (indoor) HMER (a - - 64.18, 64.55
Lodge halls : 65 (a) 15 — 64.55
Roller skating rings [indoor) 50 {a) 15 51.5%
Taverns 67 (a) 20 - - 64.55
Tennis courts (indoor} - 60 (a) - - - 64.55
Theaters 67 (a) 6 - - 64.55
Lobbies a5 {a} 15 - - 64.55
Loutige Cooms 67 {a) 15 _ 64.55
Motion picturé booths &0 {a) or {c) _— - 2 6t.55 (S}
\
Health Carxe Faciiities ' ! Sae Ind 64.5%

Ch = Coocking appliance.

LF = Lineal foot.

NMR = Ho minimum requirements.

TF = Toilet facilities [water clesets and urinals}.

tSee Theaters and places of asgembly for inside design temperature and net square feet per person.

1¥entilatlon requirements. Eee ss. Ind 64,06, Ind 64,07 and Ind 64,08 for mechanical, natural and exhaust ventilation systems; and ss. Ind
64,11 through Ind 64.18 for ventilation and air standards.

2yentilation classifications.

{a} Requires a supply of outside air and an equal amount of exhausst ventilation ha provided at the rate of 5 CFM per person and a minimum
air movement of 6 air changes per hour.

{b} Reguires a s{ip;ﬂy of outside air and an equal amount of exhaust ventilation be provided at the rate of 5 CFM per person anrd a minimum
air movement of 6 air changes per hour, or a percentage of openings.

(c) Requires a supply of cutside air and exhaust ventilatiocn determined on the basis of CFM per square foot of floor area.
{4} Requires exhaust vemtilation determined on the basis of CFM per square foot of floor area. The area shall be provided with negative
pressure relative to adjacent areas. K supply of outside air i5 required when the total building exhaust exceeds cne air change per

hour, anless otherwise exempted. TIn multiple-use occupancies, the area of gach occupancy shail be considered separately.

{e) Requires a supply of outside air and exhaust ventilatlon determined on the basis of CFM per square foot of Floor area. The arca shall
be provided with a negative pressure relatienship with respect to the adjacent areas.

{f} Requires a percentage of openings.

{9} Does not require a separate supply of outside alr provided the outside air {ntroduced in the store areas adjacent te the mall is cir-
culated through and exhausted fxom the shopping mall corridor area.

Ipetermination of number of pergons. In dstermining the number of :occupants in a glven space, the department will accept the net square
feet per persen as listed in Table 1 ox the actual number of persons, provided the expected occupancy is indicated on the plans and is
reagonabla. Where no value is jindicated for net square feet per person, use the actual number of occupants to determine the required
amount of outaide air.
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Building and heating, ventilating
air con
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